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Transient Model for Induction Machines
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Abstract—A transient model for an induction machine with
stator winding turn faults is derived using reference frame trans-
formation theory. A state-space representation of the dynamic
equations, suitable for digital simulation is provided. Steady-state
equivalent circuits are derived, from which the sequence compo-
nents of the line currents can be estimated as a function of fault
severity. Experimental results are provided to validate the derived
model.

Index Terms—Fault diagnostics, induction machine transient
model, negative sequence, stator winding turn fault.

I. INTRODUCTION

A TURN FAULT in the stator winding of an induction
machine causes a large circulating current to flow in

the shorted turns, of the order of twice the blocked rotor
current. If left undetected, turn faults can propagate, leading
to phase–ground or phase–phase faults. Ground current flow
results in irreversible damage to the core and the machine
might have to be removed from service. Incipient detection of
turn faults is essential to avoid hazardous operating conditions
and reduce down time.

Modeling of induction machines with shorted turns is the first
step in the development of turn-fault detection schemes [1]–[4].
Models exhibit a tradeoff between complexity and reliability.
The utility of models for fault diagnosis is restricted because
it is even theoretically impossible to include all nonidealities
that exist in a real machine. However, models are required to
obtain characteristic fault signatures and to account for the ef-
fects on them, from sources other than the faults themselves.
The machine-specific models derived in [1] and [2] need motor
design parameters like number of slots and stator and rotor con-
ductor distributions. In the steady-state model proposed in [3],
the shorted turns are considered as a secondary winding and
ampere-turn balance is used to derive an approximate expres-
sion for the negative-sequence component of stator currents as
a function of the number of shorted turns. However, the effect
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of unbalanced supply voltages is ignored. In [4], magnetic cou-
pling between stator phases is neglected to derive an approxi-
mate single-phase steady-state equivalent circuit for the phase
with the shorted turns.

In this paper, a transient model for an induction machine with
stator winding turn faults on a single phase is derived using ref-
erence frame transformation theory. A state-space representa-
tion of the dynamic equations suitable for digital simulation is
presented. During steady state, the model reduces to sequence-
component equivalent circuits. The derived model is used to
prove the experimental observations made in [3] that a turn fault
injects a current component into the negative-sequence equiva-
lent circuit, independent of that due to unbalanced supply volt-
ages. It is also proved that neither the measured negative-se-
quence current nor the effective negative-sequence impedance
can be used as reliable indicators of the asymmetry caused by a
turn fault. Experimental results, obtained with a specially wound
laboratory induction motor are provided to validate the model.
The limitations of the derived model are outlined and the rea-
sons for the discrepancy between the measured and predicted
current sequence components are also provided.

II. A NALYSIS OF INDUCTION MACHINE WITH TURN FAULTS

An induction machine with stator winding turn faults on a
single phase is shown in Fig. 1, where represents the shorted
turns and denotes the fraction of shorted turns. In the deriva-
tion of the following equations, it is assumed that the leakage in-
ductance of the shorted turns is , where is the per-phase
leakage inductance, and the fault impedance is resistive ().

A. Machine Equations in Variables

The stator and rotor equations for a symmetrical induction
machine with turn faults can be expressed as [5]

(2.1)

where
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Fig. 1. Three-phase stator winding of an induction machine with turn fault on
a single phase.

The resistance matrices of (2.1) are given by

diag

(2.2)

The inductance matrices of (2.1) are given by (2.3), shown at
the bottom of the page.

On adding the first two rows of (2.1) and rearranging terms,
the machine equations can be expressed as

(2.4)

where

The modified inductance matrices are given by

(2.5)

For the shorted turns ( ), the voltage and flux linkage equa-
tions are

(2.6)

diag

(2.3)
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The electromagnetic torque can be expressed in machine
variables as

(2.7)

On rearranging terms in (2.7), the electromagnetic torque can
also be expressed as

(2.8)

The first term in (2.8) is the standard expression for torque de-
veloped by a symmetrical induction machine. The second term,
which is the effect of the turn fault, results in a double-line-fre-
quency pulsation in the torque and speed.

B. Reference Frame Transformation

On transforming (2.4) and (2.6) to the stationary reference
frame, the machine equations can be expressed in complex
variables as follows:

(2.9)

where represents the operator , and

The voltage equations for the faulted turns (2.6) can be ex-
pressed in variables as follows:

(2.10)

The electromagnetic torque (2.8) can be expressed invari-
ables as

(2.11)

The second term in (2.11), which represents the effect of a
turn fault, produces a double-line-frequency torque pulsation.
The electrical dynamics of an induction machine with stator
winding turn faults is completely described in variables by
(2.9)–(2.11).

III. STATE-SPACEMODEL FORDIGITAL SIMULATION

The dynamic equations of the induction machine must be ex-
pressed in state-space form for the purpose of digital simulation.
Let be the state vector. The flux
linkages can be expressed in terms of the currents as

(3.1)

where

If , then the matrix is invertible. Setting ,
the machine equations can be expressed in state-space form as

(3.2)

where denotes theth row of matrix .
The zero-sequence component of stator voltages is given by

(3.3)

For an induction machine without any asymmetry, such as turn
faults, the zero-sequence component of stator voltages is zero,
regardless of the unbalance in the supply voltages. A stator
winding turn-fault detection scheme based on monitoring the
zero-sequence voltage component has been proposed in [6]
for wye-connected induction machines. The method requires
a signal-level connection to the neutral point of the stator
winding.

IV. A NALYSIS OF STEADY-STATE OPERATION

In general, turn-fault detection schemes are based on moni-
toring the negative-sequence component of line currents, to de-
tect an asymmetry caused by the fault. By performing a steady-
state analysis of (2.9) and (2.10), an estimate of the sequence
components of line currents can be obtained, for different load
levels and fault conditions.
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(a) (b)

(c)

Fig. 2. Steady-state equivalent circuits of an induction machine with stator winding turn fault. (a) Positive-sequence line current component. (b)Negative-sequence
line current component. (c) Fault current.

A. Phasor Equations

In sinusoidal steady state, the complex variable can be
expressed in terms of the positive- and negative-sequence

component phasors as [7]

(4.1)

On applying (4.1) to (2.9), the steady-state stator and rotor
equations for an induction machine with turn faults are

(4.2)

where , , , and are the positive- and negative-se-
quence component phasors of the stator and rotor currents,is
the phasor of the fault current, andis the slip. The fault current
phasor is given in terms of the stator voltage sequence compo-
nents by

(4.3)

B. Steady-State Equivalent Circuits

Equations (4.2) and (4.3) can also be elegantly expressed in
terms of sequence-component equivalent circuits for an induc-
tion machine with stator winding turn faults, as shown in Fig. 2.
In obtaining Fig. 2(c), it is assumed that . An admittance

matrix relating the sequence components of machine voltages
and currents can be obtained from (4.2) and (4.3) as

(4.4)

where

and are the positive- and negative-sequence admit-
tances of an ideal symmetrical induction machine and are given
by (see Fig. 2)

(4.5)

For a machine with no stator asymmetry, the terms and
are identically zero. Hence, it is also possible to detect a

turn fault by monitoring the off-diagonal terms of the admittance
matrix.

From the equivalent circuits of Fig. 2, it is clear that the effect
of a turn fault is to inject a component of current into the posi-
tive- and negative-sequence equivalent circuits of a symmetrical
machine. This is in agreement with the experimental observa-
tion made in [4]. The magnitude of the injected negative-se-
quence current as predicted by Fig. 2 is identical to the estimate
obtained in [3]. It is clear that the measured negative-sequence
current component is the phasor sum of the contributions due to
the turn fault and the unbalanced supply voltages

(4.6)

Since the negative-sequence voltage can have an arbitrary phase
with respect to the positive-sequence voltage, the measured neg-
ative-sequence current could reduce when a turn fault occurs.
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(a)

(b)

Fig. 3. Experimental and simulation results for the sequence components of
line currents and the fault current. (a) No load. (b) Rated slip.

Hence, neither the measured negative-sequence current nor the
effective negative-sequence impedance is a reliable indicator of
a turn fault.

V. EXPERIMENTAL RESULTS

A specially rewound three-phase 400-V 10-hp 1750-r/min in-
duction machine was used for testing. The machine, with 144 se-
ries turns per phase, had taps in the stator winding to create turn
faults externally. The machine was operated at reduced voltage
(230 V) to avoid damage to the stator windings. Experimental
and simulation results are shown in Fig. 3 for a bolted fault and
balanced supply voltages.

Any induction machine exhibits a certain degree of inherent
asymmetry. It was observed that the stator currents of the test
machine contained a negative-sequence component, without a

fault applied, even for balanced voltages. Further, this asym-
metry was also dependent on the load (slip). In order to perform
a meaningful comparison between experimental and simulation
results, the measured negative-sequence component of currents
was compensated for the effects of unbalanced supply voltages
and machine nonidealities. From (4.4), the negative-sequence
component of currents can be expressed as

(5.1)

where and are load-dependent complex numbers. Six
sets of data were obtained, one set for each of six different load
levels, with no turn fault applied, and the complex constants
were determined using least-squared-error estimation. Then,
with a turn fault applied, the negative-sequence current due
to unbalanced voltages and inherent asymmetry effects, as
estimated by (5.1), was subtracted to obtain the fault signature.

From the results shown in Fig. 3, it is clear that the experi-
mental and simulation results for the sequence components of
line currents and the fault current follow the same trend. How-
ever, the predicted magnitudes differ slightly from the experi-
mental observations. This is largely due to the error in the es-
timate of the leakage reactance of the faulted turns, as noted in
[1]. The leakage reactance depends on the physical location of
the faulted turns in the stator winding.

VI. CONCLUSIONS

A transient model for an induction machine with stator
winding turn faults on a single phase has been derived using
reference frame transformation theory. The dynamic equations
were presented in state-space form, which is suitable for
digital simulation. Steady-state equivalent circuits have also
been derived, to estimate the sequence- components of line
currents as a function of fault severity. Experimental results,
with correction applied for the effects of inherent asymmetry,
have been shown to exhibit the same trend as predicted by
the model. This model is expected to find applications in the
development of stator winding turn-fault detection schemes for
induction machines.
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